Camtech, Inc. Asbestos Bulk Sample Analysis

Report Tee 1.B. Spencer Corporation Attentlons Mr. Steve Harrell Date: 4-10-95
338 Groover Road
Greenville, PA 16125 Client Code JBC Cliet Nombernt
Project  Raymark Industries, Inc, Manheim, PA Project Nombers 9503084
Does Asbestos Present Other Fibrous

] Sample Type & Peroent Materials
Lab ID . Is Sample . 1. Chrysotile Typo & Percent Procedures
Number Sample ID Number Sampls Location Homogeneous? Sample Color AC:bT:I:: 2. Amosite 1. Fibrous Glass "and Notes

: ‘Layered? Fibers? 3. Croddolite 2. Cellulose
! 4. Other 3. Other
: 15t Floor Closet Lef Entrance Bast Center

15149 950%4-17-9 Office - Yellow/Brw Plaid Linoleum No ¢ Yes Gray/Brown ND NA ND Ashed
151349 95094-17-39 Mastic ) o4

1st Floor West Center Office at Riser -

L] . . . @
151350 95094-17-40 Yellow/Brw Plaid Lincleum No * Yer Gray/Brown ND NA ND Ashed « *2
151350 95094-17-40 Mastic Yes * No Brown ND NA 2 <i

i 18t Floor N/W Office behind Entrance Door - o .
151351 95094-17-41 Yellow/Brw Plaid Linoleum No ¢ Yes Brown/Gray ND NA ND Ashed » °2
151351 95094-17-41 Mastic Yes » No Cream ND NA #2510 © #3 <1
Organic
' 1st Floor, Bast Comer South Hail Entrance -

151352 , 95094-18-42 Gray Marble Linoleum No ¢ Yes Gray Yes #1 3040 #2238
151382 95094-18-42 Mastic *)

04, st Floor, N/E Comer Hell Oulnde Lab - o
151333 950941843 Gray Marble Linoleum

Sampies have been analyzed by the EPA Method 600R-93/116 (793 Edition). Under current EPA regulations, an "asbesios containing material® contains more than one peroent asbestos. The test mulm are
for the sample(s) sybmitted lnd analyzed. Perceniage ranges repoded sre estimates and not absolute range values, unlem otherwise indicated. NA © Not Applicable, ND ¢ Nene Detected. .

*4 No Mastic Associsted with Sample. Anslyzed By o
*2 Subsample of Inhomogencous Samplo has been Amlyzed.

*1 Not Analyzed. —~ ‘

*3 Unable 1o Separate Mastic from Sample.

Thomas A. Beckert * Analyst
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Camtech, Inc. | Asbestos Bulk Sample Analysis

Report Tae 1.B. Spencer Corporation Attentlon Mr. Steve Harrell : Dater 4-10-95
336 Groover Road
Greenville, PA 16125 Client Code: JBC Client Number:
Projects Raymark Industries, Inc, Manheim, PA Project Numbert 9503084
D Asbestos Present Other Fibrows
Sample Type & Percent Materials
Lab ID \ Is Sample . 1. Chrysotile Type & Percent Procedures
Number s.""p" ID Nember Sample Location Homogeneous? Sample Color Ac:b::; 2. Amosite 1. Fibrous Glass and Notes
: Layered? Fibers? 3. Crodidolite 2. Cellulose
4. Other 3. Other
-
151353 95094-18-43 Mastic g 3
i N S/W Comer of Stairwell Mid-Landing - Gray
151354 95094-18-44 Marble Linoleum .
151354 95094-18-44 Mastic ' =)
i 15t Floor Labs SYW Comner at Drain Pipe - '

151385 95094-1945 Black 12212 Floor Tile _ Yes ¢ No Green Yes ] ?020 ND
151385 95094-19-45 Mastic . ' *4

1st Floor Lab, N, Wall Below Sink - Black
151356 95094-19-46 1212 Floor Tile _ v ‘1
151356 95094-19-46 Mastic : : ]

15t Floor Lab, N. Side Men's Room Entrance : .
151357 95094-19-47 - Black 1212 Floor Tile TR
151357 95094-19-47 Mastic . Yes ¢ No Black ND NA #2285

. " 1

Samiples have been analyzed by the EPA Method 600R-93/116 (7-93 Edition). Under current EPA regulations, an "ausbestos containing material® containg more than one percent asbestos. The test results are
for the sample(s) submitied and analyzed. Percentage ranges reporied are estimates and not absolute range values, unfens otherwise indicated. NA » Not Applicable. ND ¢ None Detected.

=
*3 Unable 1o Separate Mastic from Sample. ' An .
*1 Not Analyzed. alyzed ; v
*4 No Mustic Associated with Sample, —d — -

*2 Subsample of Inhomogencous Sample has been Analyzed.

Thomas A. Beckert * Analyst

ASEN MrKnioht Rnad Suite 207 « Pittsburoh, Pennsvivania 15237 ¢ (412)931-1210 * Fax: (412)931-1304 Page 2 of 14
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Camtech, Inc.

Report Toe

1.B. Spencer Corporation
336 Groover Rosd

Greenville, PA 16128

Attentiors

J

Asbestos Bulk Sample Analysis

Mr. Steve Harrell

Date: 41095

Client Code:

JBC

Client Number:

Projects Raymark Industries, Inc, M

anheim, PA

Project Numberz

9503084

Does Asbestos Present Other Fibrous
Lab 1D Sample Type & Percent Materials
A . Is Sample . 1. Chrysotile Type & Percent Procedures
Number Sample ID Number Sample Location Homogeneous? Sample Color AC::::: 2. Amosite 1. Fibrous Glass and Notes
Layered? ‘ Fibers? 3. Crocidolite 2. Cellulose
4, Other 3. Other
151358 950942048 2nd Floor, Side Top of Stairwell Hallway - No * Yes Red/Brown ND NA <1 Ashed ¢ %2
Red Plaid Linoleum
151358 95094-20-48 Mastic ]
2nd Floor, N/'W Cormaer Hallway Outside
k} K ¢ . .
151359 95094-20-49 Labe - Red Plaid Linoleum No » Yes Red/Brown ND NA " <t Ashed ¢ *2
151359 95094-20-49 Mastic Yes » No Cream ND NA 225
151360 950942050 2nd Floor, . Side of /W Office Entrance - No » Yes Red/Brown ND NA #1125 Ashed » %2
Red Plaid Linoleum
151360 95094-20-50 Mastic Yes * No Cream ND NA #3 <1 Syathetic
151361 95094-21-51 2nd Floor Lab, East Door Jamb - Tan 9x9 No * Yes Brown Yes #1 1020 ND 2
Floor Tile .
151361 95094-21-51 Mastic Yes ¢ No Black ND NA 225
1. 2nd Floor Lab, S/E Comer of N/E Office - o o
151362 95094-21-52 Tan 98 Floor Tile . . fe°2

Samples have been analyzed by the EPA Method 600R-93/116 (7-93 Edition). Under current EPA regulstions, sn "asbestos containing material® contains more than one peroent asbestos. The teat results are
for the sample(s) submitted snd anatyzed. Percentage ranges reporied are estimates and not absolute range values, unlese otherwise indicated. NA * Not Applicable. ND ¢ None Detected.

*2 Subsample of Inhomogeneous Sample has been Analyzed.

*4 No Mastic Associated with Sample.

*1 Not Analyzed.

Thomas A. Beckert ¢ Analyst

ren A ils Dold Sl AW 4 Dittelnienh Dannedvania 14717 o (411011.1210 © Fax: (412)931-1304

Page 3 of 14
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Camtech, Inc. Asbestos Bulk Sample Analysis

Report Toz J.B. Spencer Corporation Attentionz Mr. Steve Harrell Dates 4-1095
336 Groover Road
Greenville, PA 16125 Client Code: 1BC Cilent Number:
Project  Raymark Industries, Inc., Manheim, PA Project Number: 9503084
Does Asbesios Present Other Fibrous
Sample Type & Percent Materials
Lab ID . Is Sample . 1. Chrysotile Type & Percent Procedures
Number Sample 1D Number Sample Location Homogeneous? Samplo Color AO’ob:lnlm 2. Amosite 1. Fibrous Glass and Notes
Layered? rb: 7 3. Crodidolite 2. Cellulose
foers 4. Other 3. Other
150362 95094-21-52 Mastic Yes * No Black ND NA 72 <t
151363 05094.21-53 :.:::'I, Foor Lab, NAY Comer - Tan 929 Floor o " )
151363 95094-21-53 Mastic » Yes ¢ No Black ND NA ND
151364 95094.22.54 2nd Floor Lab, East Door Jamb - Brown 99 No * Yes Brown Yes #1 1020 ND 2
Floor Tile
151364 95094-22-54 Mastic Yes ¢ No Black ND NA 225
2nd Floor Lab, S/E Cotner of N/E Office -
A{ .22- . 8 o ¢
151368 95(94-22-35 Brown 9%9 Floor Tile 12
151365 95094-22.55 Mastic Yes ¢ No _ Black ND NA ND
151366 05094-22-56 2nd Floor Lab, NW Comner - Brown 9x9 e
Floor Tile
151366 95094-22-56 Mastic Yes ¢ No Black ND NA ND

Samples have been analyzed by the EPA Method 600R-93/116 (7-93 Edition). Under current EPA regulations, an "asbestos conlaining material® contains more than one percent asbestos. The test re-ulu are
for the sample(s) submitted -nd analyzed. Porcentsge renges reported aro eslimates and not absolute range values, unless otherwise indicated. NA ¢ Not Applicable. ND * Nono Detected.

*1 Not Anslyzed.
*2 Subsample of Inhomogeneous Sample has been Analyzed.

Thomes A. Beckert * Analyst

45%0 McKnight Road, Suite 202 ¢ Pittsburgh, Pennsylvania 15237 < (412)931-1210 © Fax: (412)931-1304 Page 4 of 14




Camtech, Inc.

Report Tae 1.B. Spencer Corporation
336 Groover Road

Greenville, PA 16125

U

Asbestos Bulk Sample Analysis

Attentlon Mr. Steve Harrell Datet 4-10-95
Cilent Codez jnc Client Number:
Projectt  Raymark Industries, Inc, Manheim, PA Project Numbers 9503084

Does Asbestos Present Other Fibrows
Lab Sample Type & Percent Materials
1D . Is Sample . 1. Chrysotile Type & Percent Procedures
Number S'ample 1D Number Sample Location Homogeneous? Sample Color Acs.i:ul: 2. Amosite 1. Fibrous Glass “and Notea
' Layered? ﬁbe'“? 3. Crodidolite 2. Celluloso :
4. Other 3. Other
19t Floor, ‘W Cenier Office Docrway - .
15137 95094-28-57 Green Marble Linoleum No * Yes Treen/Brown ND NA ND Ashed
151367 95094-28-57 Mastio 4
1st Floor, South Offics Entrance - Green . R
151368 95094-28-58 Masble Linolewm No ¢ Yes Green ND NA ND Ashed ¢ *2
151368 95094-28-58 Mastic Yes ¢ No Black ND NA #2 3040
1ot Floor, S. 11all Jamb at White Masble .o
151369 93094-28-59 Seam - Green Marble Linoleum No ¢ Yes Green ND NA ND Ashed = *2
151369 95094-28-59 Mastic Yes ¢ No Black ND NA #2 3040
st Floor, S. Hall Jamb at Green Marble o :
151370 95094-29-60 Seam - White Masble Linoleum No o Yes Gray/Brown ND NA ND Ashed
151370 95094-29-60 Mastic 4
tat Floor, Center S. Hall Toilet Entrance -
- ’ * Y G ND NA ND Ashed
151371 95094-29-61 White Marbie Linoleum No * Yes y/Brown :

Samples have been saalyzed by tie EPA Method 600R-93/116 (7-93 Edition). Under current EPA regulations, an “asbestos containing material® containg more than one percent asbestos. The test results are
for the sample(s) submitted and analyzed. Percentage ranges reported are estimates and not absolute range values, unless otherwise indicated. NA * Not Applicable. ND « None Detected. .

*1 - Not Analyzed.
°4 No Mastic Associated with Sample,
*2 Subsample of Inhomogencous Sample has been Analyzed.

Analyzed By:

Thomas A. Beckert ¢ Analyst

45.50 McKnight Road. Suite 202 © Pittsburgh, Pennsylvania 15237 » (412)931-1210 ° Fax: (412)931-1304

Psge Sof 14
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[
Camtech, Inc. Asbestos Bulk Sample Analysis
Report Tot ).B. Spencer Corporation Aftentionz Mr. Steve Harrell Detes 4-1095
336 Groover Road )
Greenville, PA 16125 Client Code JBC Client Number:
Project Raymark Industries, Inc, Manheim, PA Project Number: 9503084
D Asbestos Present Other Fibrous
Sample Type & Percent Materiala
Lab ID . Iz Sample . 1. Chrysotile Type & Percent Proocedures
Number Sample 1D Number Sample Location Homogeneous? Sample Color &"e:'o: 2. Amosite 1. Fibrous Glass and Notes
' Layered? Fibera? 3. Crocidolite 2. Celiuloee -
. 4. Other 3. Other

1513 95094-29-61 Mastic "
151372 95094.2062 Int Floor, S/B Bidg. Exit Threshold - White No * Yes Gray/Brown ND ' NA ND Ashed

Marble Linoleum
151372 95094-29-62 Mastic °4
151373 95094.3063 1at Floor, S/E Meter Room Entrancs - 9x9 No * Yes Yellow-Beigo Yea #11020 ND 9

White Floor Tile
1513713 95094-30-63 Mastic Yes » No ~ Black ND NA #12-5 #2235

13t Floor, S/E Meter Room Center - 9x9 ‘

3 . [] [} L]
151374 95094-30-64 White Floor Tile 192
151374 95094-30-64 Mastic Yes * No Black ND NA #225 * #3 <1

Organic
R 1st Floor, S/E Meler Room &t Riser - 9x9 o 0
151375 95094-30-65 White Floor Tile
151375 95094-30-65 Maastic Yes * No Black ND NA #2 <1

Samples have been analyzed by the EPA Method 600R-93/116 (7-93 Edition). Under current EPA regulations, an "asbeslos containing material® conlaina more than one percent asbesios. The test results are
for the sample(s) submitted and anafyzed. Perceniage ranges reported are estimates and not absolute range values, unless otherwise indicated. NA ¢ Not Applicable. ND ¢ None Detocted. .

*4 No Mastic Associated with Sample.

*2 Subsample of lnhomogeneous Sample has been Analyzed.

*i Not Analyzed.

Thomas A. Beckert ¢

alyst

4%2N MrUninht Rnad Swnite A o Pittshurch, Pennsvivanias 15237 o (4121931-1210 « Fax: (412)931-1304

Page 6 of 14
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Camtech, Inc.

Report Tex

1.B. Spencer Corporation
336 Groover R

oad

Greenville, PA 16125

Attentiom:

U

Asbestos Bulk Sample Analysis

Mr. Steve Harrell

Datet 4-10-95

Chent Codet

JBC

Chent Numbent

Project  Raymark Industries, Inc,

Manheim, PA

Project Numbert

9503084

Does Asbestos Present Other Fibrous
Sample Type & Percent Materials
1abID 1 . 1z Sample . 1. Chrysotile Typo & Percent Procedures
Number Sample 1D Number Sample tion Homogeneous? Sample Color Contain 2. Amoaite 1. Fibrous Glass and Notes
. Asbestos o g g
Layered? Fibers? 3. Crocidofite 2. Cellulose
4. Other 3. Other
15t Floor, Men's Room Threshold - 12x12 R . .
151376 95094-31-66 Tan/Bres Floor Tile No * Yes Beige Yes #1 5-10 ND 2
151376 935094-31-66 Mastic Yes » No Black ND NA 2 <1
] 2nd Floor, at Center Stairwell - 12x12 o e
151317 95094-31-67 Ten/Brw | Tile 142
151317 - 95094-31-67 Mastic Yes * No Black ND NA #2238
g 2nd Floor, at North Stairwell - 12x12 Tan/Brw o o &
151378 95094-31-68 Floor Tile ie°2
151378 95094-31-68 Mustic Yes ¢ No Black ND NA #2510
' Mid-Level, South Stairwell Ladies’ Room . o
15139 95094-32-69 Threshold - White/Tan Linoleum No * Yes Beige/Brown ND NA ND Ashed
151379 95094-32-69 Mastic o
Mid-Level, S. Stairwell Ladies’ Room N/E -
-32- . Y Be ND NA ND Ashed
151380 95094-32-70 et - White/Tan Linoleum - No * Yes ige/Brown .

Samples have becn analyzed by the EPA Method 600R-93/116 (793 Edition). Under current EPA regulations, an “asbestos tontaining material' containg more than one percent asbestos. The test mulu are

for the sample(s) submitied and analyzed. Percentage ranges reported are estimates and noi absolute range values, unless otherwise indicated. NA ¢ Not Applicable. ND ¢ None Detected.

°2 Subsample of Inhomogencous Sample has been Analyzed.

*1 Not Analyzed.

*4 No Masiic Associated with Sample.

'
£

Thomes A. Beckert * Analyat

y
y

42CN WAV alcht Drad Quite M o Pittetriroh. Pennsvivania 15237 « (412)931-1210  Fax: (412)931-1304

Page 7 of 14
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Camtech, Inc.

_/

Asbestos Bulk Sample Analysis

Report T J.B. Spencer Corporation Altentlom= Mr. Steve Harrell Date: 41095
336 Groover Road x
Greenville, PA 16123 Client Codes JBC Client Number:
Project: Raymark Industries, Inc, Manheim, PA Project Number: 9503084
Does Asbestos Present Other Fibrous
Sample Type & Percent Materials
Lab ID . 1s Sample -, 1. Chrysotile Type & Percent Procedures
Number S.,'“Ple 1D Number Sample Location Homogeneous? Sample Color Ac:b:hlm 2. Amoeite 1. Fibrous Glass and Notes
: Layered? ﬁbeant"l’ 3. Crodidolite 2. Cellulose -
4. Other 3. Other

151320 95094-32-70 Mastic o4
151381 95094-12.11 Mid-Level, S. Stairwell Ladies' Room at Riser No * Yet Beige/Brown ND NA ND Ashod

- White/Tan Linoleum
151381 95094-32-71 Mastic 4

1st Floor, 2nd Room North of S/W Comer .
151382 95094-33-72 Floor - Red Marble Linoleum No * Yer Brown ND NA ND Ashed
151382 95094-3372 Mastic ]
151383 95094-33.73 2nd Floor, S. File Room Top Ramp - Red No * Ye Brown ND NA ND Ashed

Marble Linoleum
151383 95094-33-73 Mastic 4
151384 95094-33-74 2nd Floor, S. File Room Center . End Floor No * Yes Brown ND NA ND Ashed

« Red Merble Linoleum
151384 95004-33-74 Mastic 4

Samples have been snalyzed by the EPA Method 600R-93/116 (793 Bdilioh). Under current EPA regulations, en *asbestos containing material® containt more then one percent asbestos. The test results are
for the sample(s) submitted and analyzed. Percentage ranges reported are estimates and not sbsolute range values, unless otherwise indicated. NA ¢ Not Applicable. ND ¢ None Detected.

°4 No Mastic Assodiated with Sample.

\1%//@{7":

Thomas A. Beckert * Afulysl

4550 McKnipht Rosd. Suite 202 ¢ Pittsburgh, Pennsylvania 15237 ¢ (412)931-1210 ¢ Fax: (412)931-1304

Page 8 of 14
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Camtech, Inc.

Report Toe

J

Asbestos Bulk Sample Analysis

1.B. Spencer Corporstion Attentiors Mr. Steve Harrell Date: 4-1095
336 Groover Road
Greenville, PA 16125 Cliest Codex 1BC Clier! Numbert
Project  Raymark Industries, Inc., Manheim, PA Project Number: 9503084
Does Asbestos Present Other Fibrous
Sample Type & Percent Materials
Lab ID . Is Sample . 1. Chrysotile Type & Percent Prooedures
Number ngpla 1D Number Sample Location Homogeneous? Sample Color Acfb:::: 2. Amosite 1. Fibrous Glass and Notes
) Layered? Fibers? 3. Crodidolite 2. Celluloee .
' 4. Other 3. Other
1st Floor, East Office by Main Entrance - .
151385 95094-34-75 12x12 White Ceiling Tile Yes ¢ No Brown/White ND NA #2 9095
15t Floor, West Office Across from Main N .
151386 95094-34-76 Entrance - 12212 White Ceiling Tile Yes * No Brown/White ND NA #2 9095
18t Floor, Bast Office Adjecent 1o S/'W . .
151337 95094-34-77 Entrance - 1212 White Ceiling Tile Yes * No Brown/White ND NA #2 5095
. 1st Floor, South Stairwell by Fire Extinguisher . Gray-
151388 95094-35-78 - Wall Plaster Noe* Yes Beige/White ND NA #2 <1
95 1st Floor, S/E Bidg. Comer Exit Right Side - R Gray- .
151389 95094-35-19 Wall Plaster No * Yes Beige/White ND NA #3 <1 Organic
18t Floor, North Stairwell by Fire .
K -38- M .
151390 95(94-35-20 Extinguisher - Wall Plaster Yes * No Deige ND NA ND
151391 95094-35.81 :'l‘:l'::m" Bldg. 25 at Water Fountain - Wall No * Yes Beige/Gray ND NA " <t
151392 05094.35.82 2nd Floor, N. Stairwell Lelt of Light Switches Yes ¢ No Beige ND NA #2 <1
- Wall Plaster
2nd Floor, S. Stairwel! Lel of Fire .
- ' Yes ND 2 <1
151393 95094-35-83 Extinguisher - Wall Plaster es ¢ No Beige NA ‘ <

Samples have been analyzed by the EPA Method 600R-93/116 (7-93 Edition). Under current EPA regulations, an ®asbestos containing material® contains more than one percent ashestos. The test mulu are

for the sample(s) submiited nnd analyzed. Percentage ranges reported are estimates and not absolute range values, unless otherwise indicated. NA ¢ Not Applicable. ND ¢

None Detected.

— %‘“’ ‘ /

Thomas A. Beckert * Analyst

1€eN 14V ninkt Dnad Quita WY o Pittehniroh. Pennsvivania 15237 o (4121931-1210 * Fax: (412)931-1304

Page 9 of 14
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Camtech, Inc.

U

Asbestos Bulk Sample Analysis

Report Tot 1.B. Spencer Corporation Altentlor Mr. Steve Harrell Date  4-1095
336 Groover Road '
Greenville, PA 16125 CHent Codex JBC Cllent Number:
Projectt  Raymark Industries, Inc, Manheim, PA Project Nomber: 9503084
Does Asbestos Present Other Fibrous
Sample Type & Percent Materials
Lab ID . Is Sample . 1. Chrysotile Type & Percent Prooedures
Number &mple 1D Number Sample Location Homogeneous? Sample Color Ac:)b::: 2. Amosite 1. Fibrous Glass ‘and Notes
i Layered? Fibera] 3. Crodidolite 2. Celluloss
4. Other 3. Other
2nd Floor, Cenier South Perimeter Wali Near R .
151394 _ 95004-35-84 Light Switch - Wall Plaster. Yes * No Beige ND NA ND
151393 95094.36-85 o Flocr Walk in Safe Center N. Wall - Yes « No Gray ND NA ND
151396 05094.36.86 :Ll::or, Walk in Safe Esst Wall Center - Yes * No Gray ND NA ND
151397 950943687 bt Floor, Walk in Safe Esst Wall Center - Yes « No Gray ND NA ND
151398 95094-37-88 2nd Floor, Bldg. 28 Top of Stairs - Blue No * Yes Gray/Brown ND NA ND Ashed = *2
Marble Linoleum
151398 95094-37-68 Mastic Yes ¢ No Brown ND NA #2 <1
Mid-Level, Bldg. 28 North Office by East .
15139 95094-37-89 Radiator - Blue Marble Linoleum No * Yes Gray/Brown ND NA ND
151399 95094-37-89 Mastic 4
151400 95094-37.90 Mid-Level, Bldg. 28 Men's Room Foyer - No * Yes Gray/Brown ND NA ND Ashed
. Blue Marble Linoleum

Samples have been analyzed by the EPA Method 600R-93/116 (7-93 Edition). Under current EPA regulations, an “asbestos containing malterial® containg more than one peroent asbestos. The test results are

for the sample(s) submitted and analyzed. Perceatage ranges reported are estimates and not absolute range values, unless otherwise indicated. NA ¢ Not Applicable. ND ¢ None Detected.

*2 Subsample of Inhomogeneous Samplo has been Analyzed.

*4 No Mastic Associsted with Sample.

e

Thomas A. Beckert ° Analyst

4550 McKnight Road, Suite 202 » Pittsburgh, Pennsyivania 15237 ° (412)931-1210 ¢ Fax: (412)931-1304

Page 10 of 14




Camtech, Inc.

.

Asbestos Bulk Sample Analysis

Report Toe 1.B. Spencer Corporation Attentlon Mr. Steve Harrell Date 4-10.95
336 Groover Road §
Greenville, PA 16125 Client Coda JBC Client Number:
Projeci  Raymark Industries, Inc, Manheim, PA Project Number: 9503084
Does Asbestos Present Other Fibrous
Sample Type & Percent Materials
lab tD Locati is Samplo . 1. Chrysotile Typo & Percent Procedures
Number Sfmple 1D Number Sample tion Homogeneous? Sample Color &:2 2. Amosite i. Fibrous Glans ‘and Notes
Layered? Fibers? 3. Crocidolite 2. Celluiose
4. Other 3. Other
151400 95094-37-90 Mastic 4
1st Floor, Foyer Bldg. 28 at South Radistor - Beige/Gray- ' ‘#1510 « #2 1020
1514 9 -3
Suot 50943791 Blue/Brn Marble Linoleum No ¢ Yes Brown ND NA o #3 2.5 Synthetic
151401 95094-38-91 Mastic 4
i 1st Floor, Foyer al West Radiator Bidg. 28 - . Beige/Gray- #15-10 = #2 1020
s 93094-38-92 Blue/Brn Marblo Linoleum No * Yes Brown ND NA * #325 Synthetic
151402 95094-38-92 Mastic ]
. 1st Floor, Foyer Bldg. 28 North Radiator - R Beige/Gray- #1510 « #2 1020
151403 95094-38.93 Blue/Brn Marble Linoleum No ¢+ Yes Brown ND NA o #3 25 Synthetic .
151403 95094-38-93 Mastic *4
151404 95094.39-04 st Floor..Bldg. 28 Entrance Center Room - No * Yes Brown ND NA ND Ashed. * 2
Lt B Linoleum
151404 95094-39-94 Mastic Yes * No Black ND NA #2 60-70

Samples have been analyzed by thé EPA Method 600R-93/116 (7-93 Edition). Under current EPA regulations, an *asbestos containing material® contains more then one pemen! asbestos. The test telulll are

for the sample(s) supmitted nnd analyzed. Perozntage ranges reporied are estimates and not absolute range values, unless otherwise indicated. NA ¢ Not Applicable. ND

*4 No Mastic Associated with Sample.

¢2 Subsample of Inhomogeneous Semple has been Anllyzed

¢ None Detected.

'\.% /@&2

Thomas A. Beckert * Analyst

4550 McKnight Road. Suite 202 ¢ Pittsburgh, Pennsylvania 15237 ¢ (412)931-1210 * Fax: (412)931-1304

Page 11 of 14
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Camtech, Inc. Asbestos Bulk Sample Analysis

Report Ta 1.B. Spencer Corporation Attentlon: Mr. Steve Harreli Date: 4-1095
336 Oroover Road
Greenville, PA 16125 Client Code JBC Client Nomber:
Projec: Raymark Industries, Inc, Manheim, PA . Project Nomber: 9503084
Does Asbestos Present Other Fibrous
Sample Type & Percent Materizls
Lab 1D . Is Sample . 1. Chrysotile Type & Percent Proozdures
Number Sample 1D Number Sample Location Homogeneous? Sample Color Sb::: 2. Amosite 1. Fibrous Glass and Notes
’ Layered? Fibera? 3. Crocidolite 2. Cellulose
. 4, Other 3. Cther
151405 95094.39.95 Ist Floor, Bldg. 28 Center of Center Room - No * Yes Brown ND NA ND Ashed * %2
L4 B Linoleum
151408 95094-39-95 Mastic Yes * No Black ND NA #2 5060
151406 95094-39-96 Ist Floor, Bldg. 28 N/W Comer Center Room | (o, v, Brown ND NA ND Ashed « %2
- LL Brown Linoleum
151406 95094-39-96 Mastic Yes ¢ No Black ND NA #2 50-60
151407 9509440.97 st Floor Bldg. 28 Kitchen North Exit - No * Yes Beige/Gray ND NA ND Ashed
Yellow Linoleum
151407 95094-40-97 Mastic “
151408 950944098 Ist Floor, Bidg. 28 Besement Door - Yellow No * Yes Beige/Gray ND NA ND Ashed
Linoleum
151408 95094-40-98 Mustic 4
151409 95094-40-99 1t Floor, Bldg. 28 Kilchen Qoset Doorway - No * Yes Beige/Gray ND NA ND Ashed
Yellow Linoleum .

Samples have been analyzed by the BPA Method 600R-93/116 (7-93 Edition). Under current EPA regulations, an "asbestos containing material® contains more than one pemenl asbestos. The test results are
for the sample(s) submitted lnd analyzed. Percentage qanges reported are estimates and not absolute range values, unless otherwiss indicated. NA + Not Applicable. ND ¢ None Detected.

*2 Subsample of Inhomogeneous Sample has been Analyzed.
*4 No Mastic Associated with Sample.

~_

Thomas A. Beckert ° Anshyst

een feer_tt. B SLla AV o lebienh Danncdvenias 18917 o (AIN0N1710 ¢ Faz: (4{20(-1304 Page 12 of 14




Camtech, Inc.

Report Toe

J.B. Spencer Corporation

/

Asbestos Bulk Sample Analysis

Attentiore Mr. Steve Harrell Dates 4-1095
336 Groover Road
Greenville, PA 16125 CHent Code: 1BC Client Nusaber:
Project:  Raymark Industries, Inc., Manheim, PA Project Numbert 9503084
‘ Does Asbestos Present Other Fibrous
Sample Type & Percent Materials
Lab ID . Is Sample . 1. Chrysotile Type & Percent Procedures
Number Sample ID Number Sample Loation Homogeneous? Sample Color AC:;::: 2. Amonite 1. Fibrous Glass and Notes
Layered? Fibers? 3. Crodidolite 2. Cellulose
4. Other 3. Other
151409 95094-40-99 Mastic 4
151410 9509441-100 st Floor, North Room Entrance - Red 12212 Yes ¢ No Red ND NA ND Ashed
Flooe Tile
151410 95004-41-100 Mastic ]
1S1411 . 95094-41-101 15t Floor, North Room West Radiator - Red No * Yes Red ND NA ND Ashed + *2
12212 Floor Tile .
181411 95004-41-101 Moestic Yer ¢ No Black ND NA #2 <1
151412 9509441102 st Floor, North Room Below Sink - Red Yes « No Red ND NA ND Ashed
12x12 Floor Tile
151412 95094-41-102 Mastic 4
151413 9509442-103 1nt Floor East Office by Main Entrance - Yes * No Brown Yes #2s #225
Ceiling Tile Glue
05094-42- 15t Floor West Office Acroes from Main N
S 42104 , Entrance - Ceiling Tile Gluo !

Sampiee have been analyzed by thé EPA Method 600R-93/116 (7-93 Edition). Under current EPA regulations, an "ssbestos conlaining material® contains mors than ono peroent asbestos. The test results are
for the sample(s) submitted and analyzed. Percentage ranges reported sre estimetes and not absolute range values, unless otherwise indicated. NA © Not Applicable. ND * None Detected.

*4 No Mastic Associated with Sample.

*2 Subsample of Inhomogeneous Sampfe has been Analyzed.
*1 Not Analyzed.

Analyred BY,
14

%/Z@A '

Thomas A. Beckert * Analyst

4550 McKnight Road, Suite 202 * Pittsburgh, Pennsylvania 15237 ¢ (412)931-1210 © Fax: (412)931-1304
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/

Camtech, Inc.

_/

Asbestos Bulk Sample Analysis
Report Toe 1.B. Spencer Corporation Attentions Mr. Steve Harrell Dates 4-1095
336 Groover Road §
Greenville, PA 16128 Cliest Codex 18C Client Number:
Projectt  Raymark Industries, Inc., Manheim, PA Project Numbers 9503084
Does Asbestos Present Other Fibrous
Lah ID Sample Type & Peroent Malterials
ab | . fs Sample . 1. Chrysotife Type & Percent Procedures
Number sf"np'e 1D Number Sample Location Homogeneous? Sample Color AC:;:I::: 2. Amonite 1. Fibrous Glass and Notes
Layered? Fibe’n? 3. Crocidotite 2. Ceflulose
: 4. Other 3. Other
1st Floor, Bast Office Adjecent to YW
1S 95094-42-105 Entrance - Ceiling Tile Glue "1

1
Samples have been analyzed by thé EPA Method 600R-93/116 (7-93 Edition). Under current EPA regulations, an *asbestos contsining material® contains more than one percent asbesios. The test results are

*1 Not Analyzed.

for the sample(s) submitted and analyzed. Perocniage ranges reported are estimales and not absolute cange values, unless otherwise indicated. NA ¢ Not Applicable. ND ¢ None Detected.

'z

. Amt

4550 McKnight Road, Suite 202 = Pittsburgh, Pennsylvania 15237 ¢ (412)931-1210 * Fax: (412)931-1304
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" FIGURE 2-1
SITE LOCATION MAP

ENVIRONMENTAL LABORATORIES, INC. __
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